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Test report number: 009123
Total number of pages: 53
Test item: Combined three phase instrument transformer
Type / Model: TMEA-33 (K) / TRAFOMIX
Serial No.: 313000014301
Manufacturer: Compaiiia Electro Andina S.A.C.
Calle el hierro 162, Urb. Infantas,
Los Olivos, Lima, Peru
Customer: Compaiiia Electro Andina S.A.C.
Calle el hierro 162, Urb. Infantas,
Los Olivos, Lima, Peru
Test performed: Test for accuracy
Lightning impulse voltage withstand test
Routine test
Normative documents: IEC 61869-1:2007, IEC 61869-2:2012
IEC 61869-3:2011, IEC 61869-4:2013
customer’s request
Location of test: KONCAR - Electrical Engineering Institute Ltd.
Laboratory center
Fallerovo Setaliste 22, Zagreb
Croatia
Date of test: 2023 - 01 - 30 to 2023 — 02 - 03
Conclusion: The test results satisfied the requirements of the

normative documents in the clauses referred to in the
test results.

Date of issue: 2023 -02 -17

Reviewed and verified by: /' c\ Approved by:
Miroslav Boni¢, B. Sc. E. E. 1z s/ Danijel Brezak, M. Sc. E. E.
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The test results apply only to the item tested.

The laboratory is not responsible for the accuracy of the information provided by the customer. When the customer requires the item to be tested acknowledging
a deviation from specified conditions, the laboratory will not be responsible for results which may be affected by the deviation.

This test report shall not be reproduced except in full, without the written approval of KONCAR - Electrical Engineering Institute Ltd.

Konéar - Electrical Engineering Institute Ltd., Fallerovo Setaliste 22, 10000 Zagreb, Croatia, www.koncar-institut.hr
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